Quality of Life

CITY OF PHILADELPHIA

Department of Licenses & Inspections

€ Violation Notice and Order to Correct

L&I File Number: CF-2026-078426

A%l DISTRICT OFFICE
[=] EI Fire Safety Unit
5th Fl
[=] & 2407 Walnut St

Philadelphia, PA 19103
215-685-3917
FireSafetyUnit@phila.gov

PROPERTY IN VIOLATION DATE OF NOTICE

1901 S 23RD ST, Philadelphia, PA 19145-2703 07/03/2026

On 07/02/2026 the Department of Licenses and Inspections inspected/investigated the property in violation and found the
following condition(s) or activity which violate the Philadelphia Code. Based on these the property is deemed:

IN VIOLATION

The property will remain in this status until all the violations below are corrected and the Department of Licenses and
Inspections has verified the corrective action. You are the person responsible for the correction of these violations.

Any permit or license obtained to comply a violation of working without or in excess of a permit or a license will result in an
additional inspection fee equal to the cost of the permit or license. (Phila. Code § A-901.13)

YOU ARE ORDERED TO MAKE THE NECESSARY REPAIRS AND/OR TAKE THE NECESSARY ACTION(S) TO CORRECT THE
CITED CONDITIONS PRIOR TO 08/06/2026

VIOLATIONS
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
PM15-305.4 $300.00 :

PHILA. CODE LANGUAGE

Every stair, ramp, landing, balcony, porch, deck or other walking surface shall be
maintained in sound condition and good repair

CONDITION IN VIOLATION
Repair damaged steps.

LOCATION
Exterior 23rd St.-side
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VIOLATIONS
PHILA. CODE § FINE AMOUNT
F-912.5 $300.00

PHILA. CODE LANGUAGE

A durable, weather-resistant sign shall be mounted at each fire department
connection indicating the type of system (sprinkler, standpipe, combined sprinkler
and standpipe or test connection). Wording on signs indicating the type of system
shall be a minimum T-inch (25 mm) high. Other information shall be a minimum
1/2-inch (13 mm) high. Where the fire department connection does not serve the
entire building, a sign shall be provided indicating the portions of the building
served.

CONDITION IN VIOLATION
FDC requires signage indicating type of system and area of the building it serves.

LOCATION
Exterior 23rd St.-side

PHILA. CODE § FINE AMOUNT
F-1203.4.3 $300.00

PHILA. CODE LANGUAGE

Records of the inspection, testing and maintenance of emergency and standby
power systems shall include the date of service, name of the servicing technician,
a summary of conditions noted and a detailed description of any conditions
requiring correction and what corrective action was taken. Such records shall be
maintained.

CONDITION IN VIOLATION

SCAN QR CODE FOR HOW TO RESOLVE

Have licensed contractor test and certify the emergency and standby power systems in the building, and upload certification

paperwork to eCLIPSE. phila.gov. This must be done annually.

LOCATION

Emergency & Standby Power Systems.
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VIOLATIONS
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-901.6.4 $300.00

PHILA. CODE LANGUAGE

The testing of fire protection systems shall be in accordance with Sections 901.6
and F-901.6.4 through F-901.6.4.8.1. Annually the owner of each building that
contains fire protection systems shall have such systems certified as operating
properly by a person certified or licensed by the Department of Licenses and
Inspections to provide such certifications in accordance with this Section.
Certification forms shall be maintained on the property and made available for
inspection upon the request of a fire code official. The certification form shall be
submitted to the Department of Licenses and Inspections which may, by
regulation, establish a fee to be paid upon submission of the form.

CONDITION IN VIOLATION

After returning to normal status, have licensed contractor test and certify the fire alarm system in the building, and upload
certification paperwork to eCLIPSE.phila.gov. This must be done annually.

LOCATION
Fire Alarm System

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-901.6 $300.00 (=] R g m]

PHILA. CODE LANGUAGE

Fire detection and alarm systems, emergency alarm systems, gas detection
systems, fire-extinguishing systems, mechanical smoke exhaust systems and
smoke and heat vents shall be maintained in an operative condition at all times,
and shall be replaced or repaired where defective. Nonrequired fire protection
systems and equipment shall be inspected, tested and maintained or removed.

CONDITION IN VIOLATION

Have licensed contractor service the fire alarm panel displaying supervisory and bring it back to normal operational status.

LOCATION
Fire Alarm System
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VIOLATIONS
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-315.3.3 $300.00 :

PHILA. CODE LANGUAGE

Combustible material shall not be stored in boiler rooms, mechanical rooms,
electrical equipment rooms or in fire command centers as specified in Section
508.1.5.

CONDITION IN VIOLATION
Remove all storage and maintain it that way.

LOCATION
Generator/Electrical Room

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-603.4.2.3.4 $300.00 > i

PHILA. CODE LANGUAGE

"Gas containers shall not be stored inside of buildings except in accordance with
Section 6109.9.

"

CONDITION IN VIOLATION
Remove gas can. It is not permitted indoors.

LOCATION
Generator/Electrical Room

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-701.2 $300.00 -

PHILA. CODE LANGUAGE

The fire-resistance rating of the following fire-resistance-rated construction shall
be maintained: 1. Structural members. 2. Exterior walls. 3. Fire walls, fire barriers,
fire partitions. 4. Horizontal assemblies. 5. Shaft enclosures.

CONDITION IN VIOLATION
Replace all missing ceiling tiles.

LOCATION

1. Data Room
2. Stage area
3. Anywhere else as needed
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VIOLATIONS
PHILA. CODE § FINE AMOUNT
F-604.6 $300.00

PHILA. CODE LANGUAGE

Open junction boxes and open-wiring splices shall be prohibited. Approved covers
shall be provided for all switch and electrical outlet boxes.

CONDITION IN VIOLATION
Open wire splice boxes require a cover.

LOCATION

Data Room

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-5003.5.1 $300.00 :

PHILA. CODE LANGUAGE

Individual containers, cartons or packages shall be conspicuously marked or
labeled in an approved manner. Rooms or cabinets containing compressed gases
shall be conspicuously labeled: COMPRESSED GAS.

CONDITION IN VIOLATION
Label all barrels with the contents within.

LOCATION

Boiler Room

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-906.2 $300.00

PHILA. CODE LANGUAGE

Portable fire extinguishers shall be selected, installed and maintained in
accordance with this section and NFPA 10.

CONDITION IN VIOLATION
All fire extinguishers are expired and need to be serviced and have tags updated.

LOCATION
Throughout building
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VIOLATIONS
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-903.5 $300.00

PHILA. CODE LANGUAGE
Sprinkler systems shall be tested and maintained in accordance with Section 901.

CONDITION IN VIOLATION

Have licensed contractor test and certify the sprinkler system in the building, and upload certification paperwork to
eCLIPSE phila.gov. This must be done annually.

LOCATION

Sprinkler System

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-404.4 $300.00 :

PHILA. CODE LANGUAGE

Fire safety and evacuation plans shall be available in the workplace for reference
and review by employees, and copies shall be furnished to the fire code official for
review on request.

CONDITION IN VIOLATION
Up-to-date hard copies of the following must be kept onsite:

1. Fire Evacuation Plan
2. Fire Drill Logs
3. Shelter-in-Place/Lockdown Plan

LOCATION

Main Office

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-704.2 $300.00 :

PHILA. CODE LANGUAGE

Where openings are required to be protected, opening protectives shall be
maintained selfclosing or automatic-closing by smoke detection. Existing fusible-
link-type automatic door-closing devices are permitted if the fusible link rating
does not exceed 135°F (57°C).

CONDITION IN VIOLATION
Remove all door kickstops. They are not permitted.

LOCATION
All exit doors
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®

Failure to timely correct the violations listed above by or before the correction date listed above will result in the stated
fine amount being imposed against you. The fines will be imposed on a per day basis for each violation that remains
uncorrected AFTER the stated correction date. Phila. Code § A-601. If you timely correct each violation by the stated
correction date, no fines will be due.

In addition to the fines listed above, failure to timely correct the violations will result in you being charged:

- Labor and material costs for any work performed by the City, such as a demolition; sealing of windows or doors;
clearing of weeds, trash or debris; relocation expenses for removing occupants, costs associated with cease operations
orders. Such costs are subject to an additional administrative fee of 21% (Phila. Code § A-503);

- An additional $100 fee for repeat abatement work (Phila. Code § A-503.2); and

- Reinspection fees as follows: $100 for the third inspection, $200 for the fourth inspection, and $350 for any
additional inspections (Phila. Code § A-901.12.2).

YOU HAVE THE RIGHT TO APPEAL THIS NOTICE. YOUR APPEAL MUST BE FILED BY 08/02/2026.

IF YOU DO NOT TIMELY FILE AN APPEAL THEN YOU WAIVE YOUR RIGHT TO LATER CHALLENGE ANY PART OF THIS
NOTICE. This includes waiving your right to argue: whether the violations existed, whether you were responsible to
correct the violations, whether you had enough time to correct the violations, whether the City should have abted the
violations, and whether the City can impose fines, fees, or costs against you.

For more information on filing an appeal and/or to obtain the approved form visit the appeals section of the
Department of Licenses and Inspections website at www.phila.gov/li or the Boards Administration Unit, Concourse
Municipal Services Building, 14071 J.F.K. Blvd., Philadelphia PA.

Appeals of the Technical Codes, such as the Zoning Code and/or Fire Code, need to be submitted to the appropriate
Technical Appeal Board such as the Zoning Board of Adjustment and/or the Board of Safety and Fire Prevention. For
additional information call 215-686-8686.

IF YOU HAVE ANY LEGAL QUESTIONS YOU SHOULD CONSULT WITH AN ATTORNEY.

If you do not have an attorney, you can contact the Philadelphia Bar Association Referral and Information Line at 215-
238-6333 to have an attorney referred to you. You can also find a list of legal aid service providers at
http://palegalaid.net/legal-aid-providers-in-pa.

The Philadelphia Code may be found online for free at www.phila.gov under "Open government.”

If you have any questions regarding this notice or would like to schedule a re-inspection, please contact: William Smith
William.M.Smith@phila.gov or the district office noted above.

EI=

ATTENTION: This is an important notice! For information in your language, call 215-686-8686
ATENCION: jEste es un aviso Importante! Para recibir informacién en su idioma, llame al 215-686-8686

CHU Y: bay 1a thong bdo quan trong! Néu ban can thu nay bang ngodn ngit khac, vui long goi 215-686-8686
FO|: 2 SA[YLICH O] MAlIZ F{Ste| 210j= &t HOA|TH 215-686-8686H 2 2 T3ISHA| 7| HEEFL|Cf

wilo,d Asgil o Aol gl 85950 Sl Al S wloas oS o5 215-686-8686 S JIS
ATTENTION : Cet avis est important ! Si vous avez besoin de cet avis dans une autre langue, appelez le 215-686-8686

XEREEEN! NREFELUSHIESIRBLER, B2 215-686-8686
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