Department of Licenses and Inspections
City of Philadelphia

€ Violation Notice and Order to Correct

L&I File Number: CF-2024-043619

DISTRICT OFFICE

vi
Eﬁl.ﬂ Fire Safety East District
ﬁﬁ,ﬂ 3RDFLR
%N 667 N Broad St

Philadelphia, PA 19123
215-685-3917

PROPERTY IN VIOLATION DATE OF NOTICE

223-43 E LUZERNE ST, Philadelphia, PA 19124-4219 05/25/2024

On 05/24/2024 the Department of Licenses and Inspections inspected/investigated the property in violation and found the
following condition(s) or activity which violate the Philadelphia Code. Based on these the property is deemed:

IN VIOLATION

The property will remain in this status until all the violations below are corrected and the Department of Licenses and
Inspections has verified the corrective action. You are the person responsible for the correction of these violations.

Any permit or license obtained to comply a violation of working without or in excess of a permit or a license will result in an
additional inspection fee equal to the cost of the permit or license. (Phila. Code § A-901.13)

YOU ARE ORDERED TO MAKE THE NECESSARY REPAIRS AND/OR TAKE THE NECESSARY ACTION(S) TO CORRECT THE
CITED CONDITIONS PRIOR TO 06/28/2024

VIOLATIONS
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-012.2.2 $300.00 i

PHILA. CODE LANGUAGE

On existing buildings, wherever the fire department connection is not visible to
approaching fire apparatus, the fire department connection shall be indicated by
an approved sign mounted on the street front or on the side of the building. Such
sign shall have the letters “FDC” not less than 6 inches (152 mm) high and words
in letters not less than 2 inches (51 mm) high or an arrow to indicate the location.
Such signs shall be subject to the approval of the fire code official.

CONDITION IN VIOLATION
Install sign at front entrance area directing the fire department to the connection.

LOCATION
Julius Silvert
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Department of Licenses and Inspections
City of Philadelphia

€ Violation Notice and Order to Correct

L&I File Number: CF-2024-043619

VIOLATIONS
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
Obtain License $300.00 (QR Code Unavailable)

PHILA. CODE LANGUAGE

If you want to run a business that manufactures, processes, or wholesales food,
you need a Food Manufacturer License.

For example, soft drink bottling companies and food distribution centers need this
license.

CONDITION IN VIOLATION
Obtain a Food Manufacturer License

LOCATION

Julius Silvert

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-105.6.1.8 $300.00 d

PHILA. CODE LANGUAGE

A hazardous materials license is required to store, transport on site, dispense, use
or handle hazardous materials in excess of the amounts listed in Table F-105.6.1.8
and for extremely hazardous substances in accordance with Section F-105.6.8.

CONDITION IN VIOLATION
Obtain a Hazardous Materials License

LOCATION

Julius Silvert

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-1031.4 $1,000.00 ,

PHILA. CODE LANGUAGE

Exit signs shall be installed and maintained in accordance with the building code
that was in effect at the time of construction and the applicable provisions in
Section 1104. Decorations, furnishings, equipment or adjacent signage that
impairs the visibility of exit signs, creates confusion or prevents identification of
the exit shall not be allowed.

CONDITION IN VIOLATION
Install additional exit signs throughout warehouse area directing people to the exits.

LOCATION
Julius Silvert
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Department of Licenses and Inspections
City of Philadelphia

€ Violation Notice and Order to Correct

L&I File Number: CF-2024-043619

VIOLATIONS
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-5003.5 $300.00 d

PHILA. CODE LANGUAGE

Unless otherwise exempted by the fire code official, visible hazard identification
signs as specified in NFPA 704 for the specific material contained shall be placed
on stationary containers and aboveground tanks and at entrances to locations
where hazardous materials are stored, dispensed, used or handled in quantities
requiring a permit and at specific entrances and locations designated by the fire
code official.

CONDITION IN VIOLATION
Install approved signs around property at all entrances.

LOCATION

Julius Silvert

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-5003.4.1 $300.00 d

PHILA. CODE LANGUAGE

Safety Data Sheets (SDS) shall be stored on the exterior of a facility (building wall,
fence, post mounted, etc.) in a storage container at a location readily available to
emergency responders on a 24-hour basis. The container shall be weather-
resistant and locked by a padlock. Where there is a concern that the storage
container may be subject to vandalism, installation of the container is permitted up
to a maximum height of 10 feet (3048 mm). The location of the container shall be
subject to approval by the fire department.

CONDITION IN VIOLATION
Install an approved information box at front of property with all required information.

LOCATION
Julius Silvert
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Department of Licenses and Inspections
City of Philadelphia

€ Violation Notice and Order to Correct

L&I File Number: CF-2024-043619

VIOLATIONS
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-5003.5.1 $300.00 d

PHILA. CODE LANGUAGE

Individual containers, cartons or packages shall be conspicuously marked or
labeled in an approved manner. Rooms or cabinets containing compressed gases
shall be conspicuously labeled: COMPRESSED GAS.

CONDITION IN VIOLATION
Mark diesel treatment tote in rear yard area.

LOCATION

Julius Silvert

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
PM15-304.6 $300.00 ,

PHILA. CODE LANGUAGE

All exterior walls shall be free from holes, breaks, and loose or rotting materials;
and maintained weatherproof and properly surface coated where required to
prevent deterioration.

CONDITION IN VIOLATION
Repair wall in rear area at the Northwest corner of building.

LOCATION

Julius Silvert

PHILA. CODE § FINE AMOUNT
F-604.5 $300.00

PHILA. CODE LANGUAGE

Extension cords and flexible cords shall not be a substitute for permanent wiring
and shall be listed and labeled in accordance with UL 817. Extension cords and
flexible cords shall not be affixed to structures, extended through walls, ceilings or
floors, or under doors or floor coverings, nor shall such cords be subject to
environmental damage or physical impact. Extension cords shall be used only with
portable appliances. Extension cords marked for indoor use shall not be used
outdoors.

CONDITION IN VIOLATION
Remove extension cord in breakroom.

LOCATION
Julius Silvert Breakroom
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Department of Licenses and Inspections
City of Philadelphia

€ Violation Notice and Order to Correct

L&I File Number: CF-2024-043619

VIOLATIONS
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-1104.26 $300.00 d

PHILA. CODE LANGUAGE

Doors in the means of egress shall be readily openable from the egress side
without the use of a key or special knowledge or effort. Surface-mounted manual
slide bolt locks are not permitted.

CONDITION IN VIOLATION
Remove slide bolt on exit door at Transportation office

LOCATION
Julius Silvert Transportation Office

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-509.1 $300.00 i

PHILA. CODE LANGUAGE

Fire protection equipment shall be identified in an approved manner. Rooms
containing controls for air-conditioning systems, sprinkler risers and valves, or
other fire detection, suppression or control elements shall be identified for the use
of the fire department. Approved signs required to identify fire protection
equipment and equipment location shall be constructed of durable materials,
permanently installed and readily visible.

CONDITION IN VIOLATION
Mark doors that enter the Fire Pump Room with "FIRE PUMP"

LOCATION
Julius Silvert Fire Pump

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-1031.3 $1,000.00 i

PHILA. CODE LANGUAGE

A means of egress shall be free from obstructions that would prevent its use,
including the accumulation of snow and ice.

CONDITION IN VIOLATION
The exit in rear area on the west side shall be marked and ready for access. This must lead to the public way.

LOCATION
Julius Silvert
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Department of Licenses and Inspections
City of Philadelphia

€ Violation Notice and Order to Correct

L&I File Number: CF-2024-043619

VIOLATIONS
PHILA. CODE § FINE AMOUNT
F-901.6 $300.00

PHILA. CODE LANGUAGE

Fire detection and alarm systems, emergency alarm systems, gas detection
systems, fire-extinguishing systems, mechanical smoke exhaust systems and
smoke and heat vents shall be maintained in an operative condition at all times,
and shall be replaced or repaired where defective. Nonrequired fire protection
systems and equipment shall be inspected, tested and maintained or removed.

CONDITION IN VIOLATION
Remove materials stored at ceiling that block the sprinkler heads in shop area.

LOCATION
Julius Silvert shop area.

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-604.5 $300.00 iR ]

PHILA. CODE LANGUAGE

Extension cords and flexible cords shall not be a substitute for permanent wiring
and shall be listed and labeled in accordance with UL 817. Extension cords and
flexible cords shall not be affixed to structures, extended through walls, ceilings or
floors, or under doors or floor coverings, nor shall such cords be subject to
environmental damage or physical impact. Extension cords shall be used only with
portable appliances. Extension cords marked for indoor use shall not be used
outdoors.

CONDITION IN VIOLATION
Remove extension cords in shop area.

LOCATION
Julius Silvert Shop Area
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Department of Licenses and Inspections
City of Philadelphia

€ Violation Notice and Order to Correct

L&I File Number: CF-2024-043619

VIOLATIONS
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-701.2 $300.00 d

PHILA. CODE LANGUAGE

The fire-resistance rating of the following fire-resistance-rated construction shall
be maintained: 1. Structural members. 2. Exterior walls. 3. Fire walls, fire barriers,
fire partitions. 4. Horizontal assemblies. 5. Shaft enclosures.

CONDITION IN VIOLATION
Install proper ceiling tiles in shop storage room.

LOCATION
Julius Silvert Shop Storage Room

PHILA. CODE § FINE AMOUNT
F-901.6 $300.00

PHILA. CODE LANGUAGE

Fire detection and alarm systems, emergency alarm systems, gas detection
systems, fire-extinguishing systems, mechanical smoke exhaust systems and
smoke and heat vents shall be maintained in an operative condition at all times,
and shall be replaced or repaired where defective. Nonrequired fire protection
systems and equipment shall be inspected, tested and maintained or removed.

CONDITION IN VIOLATION
Remove solid shelving in cooler area.

LOCATION
Julius Silvert Cooler Area.

PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-901.6 $300.00 (=] R g m]

PHILA. CODE LANGUAGE

Fire detection and alarm systems, emergency alarm systems, gas detection
systems, fire-extinguishing systems, mechanical smoke exhaust systems and
smoke and heat vents shall be maintained in an operative condition at all times,
and shall be replaced or repaired where defective. Nonrequired fire protection
systems and equipment shall be inspected, tested and maintained or removed.

CONDITION IN VIOLATION
Overhead garage doors in loading dock must not block sprinkler heads.

LOCATION
Julius Silvert loading dock
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Department of Licenses and Inspections
City of Philadelphia

€ Violation Notice and Order to Correct

L&I File Number: CF-2024-043619

VIOLATIONS
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-901.6.4 $300.00 d

PHILA. CODE LANGUAGE

The testing of fire protection systems shall be in accordance with Sections 901.6
and F-901.6.4 through F-901.6.4.8.1. Annually the owner of each building that
contains fire protection systems shall have such systems certified as operating
properly by a person certified or licensed by the Department of Licenses and
Inspections to provide such certifications in accordance with this Section.
Certification forms shall be maintained on the property and made available for
inspection upon the request of a fire code official. The certification form shall be
submitted to the Department of Licenses and Inspections which may, by
regulation, establish a fee to be paid upon submission of the form.

CONDITION IN VIOLATION

Have fire alarm inspected and certified by an approved contractor. The contractor must electronically submit the Certification
to the Department.

LOCATION
PHILA. CODE § FINE AMOUNT SCAN QR CODE FOR HOW TO RESOLVE
F-903.5 $300.00 i

PHILA. CODE LANGUAGE
Sprinkler systems shall be tested and maintained in accordance with Section 901.

CONDITION IN VIOLATION

Have sprinkler system inspected and Certified by an approved contractor. The contractor must electronically submit the
certification to the Department.

LOCATION
Julius Silvert

Failure to timely correct the violations listed above by or before the correction date listed above will result in the stated

A fine amount being imposed against you. The fines will be imposed on a per day basis for each violation that remains
uncorrected AFTER the stated correction date. Phila. Code § A-601. If you timely correct each violation by the stated
correction date, no fines will be due.

In addition to the fines listed above, failure to timely correct the violations will result in you being charged:

- Labor and material costs for any work performed by the City, such as a demolition; sealing of windows or doors;
clearing of weeds, trash or debris; relocation expenses for removing occupants, costs associated with cease operations
orders. Such costs are subject to an additional administrative fee of 21% (Phila. Code § A-503);

- An additional $100 fee for repeat abatement work (Phila. Code § A-503.2); and

- Reinspection fees as follows: $100 for the third inspection, $200 for the fourth inspection, and $350 for any
additional inspections (Phila. Code § A-901.12.2).
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Department of Licenses and Inspections
City of Philadelphia

€ Violation Notice and Order to Correct

L&I File Number: CF-2024-043619

® YOU HAVE THE RIGHT TO APPEAL THIS NOTICE. YOUR APPEAL MUST BE FILED BY 06/24/2024.

IF YOU DO NOT TIMELY FILE AN APPEAL THEN YOU WAIVE YOUR RIGHT TO LATER CHALLENGE ANY PART OF THIS
NOTICE. This includes waiving your right to argue: whether the violations existed, whether you were responsible to
correct the violations, whether you had enough time to correct the violations, whether the City should have abted the
violations, and whether the City can impose fines, fees, or costs against you.

For more information on filing an appeal and/or to obtain the approved form visit the appeals section of the
Department of Licenses and Inspections website at www.phila.gov/li or the Boards Administration Unit, 11th Floor
Municipal Services Building, 1407 J.F.K. Blvd., Philadelphia PA.

Appeals of the Technical Codes, such as the Zoning Code and/or Fire Code, need to be submitted to the appropriate
Technical Appeal Board such as the Zoning Board of Adjustment and/or the Board of Safety and Fire Prevention. For
additional information call 215-686-8686.

IF YOU HAVE ANY LEGAL QUESTIONS YOU SHOULD CONSULT WITH AN ATTORNEY.

If you do not have an attorney, you can contact the Philadelphia Bar Association Referral and Information Line at 215-
238-6333 to have an attorney referred to you. You can also find a list of legal aid service providers at
http://palegalaid.net/legal-aid-providers-in-pa.

® The Philadelphia Code may be found online for free at www.phila.gov under "Open government.”

If you have any questions regarding this notice or would like to schedule a re-inspection, please contact: MARTIN
RAUDENBUSH Martin.Raudenbush@phila.gov or the district office noted above.

ATTENTION: This is an important notice! For information in your language, call 215-686-8686

ATENCION: jEste es un aviso Importante! Para recibir informacién en su idioma, llame al 215-686-8686

TR XEEREN! NREFEUVCHIESIRKGIER, 155 215-686-8686

CHU Y: Pay 14 thong bdo quan trong! Néu ban can thu nay bang ngon ngt khac, vui long goi 215-686-8686
Fol 8 SXAIYLCH of MAlE Fdtel A2 B0 HOA|H 215-686-8686H 2= TSISHA|Z| HEEFLITH

wS JB 518686-686-215 i S wloss oS o3 | ~ob edbl S 56 Sl Ay 1wl 9 A g
ATTENTION : Cet avis est important ! Si vous avez besoin de cet avis dans une autre langue, appelez le 215-686-8686
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